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Date:       November 18, 2008

To:           H. Weerts                                      
 Director, HEP
Subject:   Building 366 LO/TO Logbook Inspection 

              Inspection of the Bldg. 366 LO/TO logbook completed November 18, 2008 indicates the following:

-
Indentified the LO/TO station #28 

-
The Lock & Tag out station was properly labeled with the Custodian's name, Division, and telephone number as required by the ANL ES&H Manual Section 7.1.8.7
-
The LO/TO logbook entries were complete and properly recorded without the use of ditto marks or same as above quotation.
-
As of date, 11/4/08 was the most recent LO/TO Custodians’ logbook inventory, 5 locks were assigned to service and 7 locks were at the stationed. On 11/17/08, the total number of locks at station was 9, and on the date of inspection all 12 locks were correctly accounted for. 
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